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Abstract  
A spray Passive Downdraft Evaporative Cooling (PDEC) system achieves great savings for space cooling 
and improves indoor environmental quality by supplying a large amount of fresh outdoor air. As previous 
studies heavily focused on the energy saving capability of a spray PDEC system due to lack of methods for 
a detailed analysis, the influence of cool humid supply air from a spray PDEC system in a space in buildings 
has not been comprehensively studied. This study is intended to evaluate the competence of a spray PDEC 
system as a primary cooling system in typical spaces in a primary school building by developing a method 
using building energy simulation tool. It runs one-day simulations in a hot dry climate and a warm moderate 
climate in order to distinctly examine the benefits and the areas that should be advanced. It analyses how a 
spray PDEC system responds to the space cooling loads and spaces conditioned by the system thermally 
behave. The results of the simulations affirm that a spray PDEC system is capable of conditioning building 
spaces in the two climates, indicating some areas to be improved. 
1. Introduction  
A wind tower that consists of a wind catcher, a shaft, and bottom openings is the simplest form of 
evaporative cooling applications in the cooling of buildings and has been used for decades [1-4]. As wind 
towers achieved marginal cooling effects, direct evaporative cooling technology has been introduced to 
enhance the performance of wind towers [5-7]. Initial designs of a spray passive down-draft evaporative 
cooling (PDEC) system was introduced in the 1980s [1,8], and thereafter it has been used in the cooling of 
buildings for the following decades [6,7,9-12]. Early building applications for direct evaporative cooling 
systems were typically designed to achieve the highest wet bulb depression (WBD), which is the difference 
between dry and wet bulb temperature. As direct evaporative cooling applications significantly affect the 
indoor humidity level, many studies evaluated different approaches to mitigate inborn impediments of these 
systems [13-18].  
Studies reported that the applications using PDEC technology achieved substantial energy savings for 
space cooling in buildings [6,19,20-22]. The results of post-occupancy surveys and field measurements 
showed that a spray PDEC system may maintain a satisfactory indoor thermal environment [4,11,22,23]. 
Ford et al. [6] compared buildings served by a spray PDEC system and a mechanical air-conditioning 
system. The outcomes of the post-occupancy evaluation in the study showed occupants’ satisfaction in the 
building that a spray PDEC system conditioned was similar to the other while leading to greater variability 
of the responses in the seven-scale rating for 12 questions. On the other hand, a large amount of water 
consumption is one of the key problems as hot-dry climates, where a spray PDEC system performs best, 
are typically a lack of water resources. Another problem is that the cooling capacity of a spray PDEC system 
is inconsistent and insufficient to meet the variable space cooling loads, due to strong climatic dependency 
[1,6,14,19,20]. 
To date, many studies followed to advance the cooling performance of spray PDEC systems and to 
understand the down-draft evaporative cooling process [2,5,6,9,17,19,24-26]. Ford et al. [27] investigated 
energy performance in Torrent Research Center (TRC) building in Ahmedabad, India. The study showed 
that a spray PDEC system conditioned the buildings well and achieved 10-14°C temperature drops. 
Bahadori et al. [5] designed new types of direct evaporative cooling systems and tested the new designs in 
the city of Yazd, Iran. They include a traditional wind tower, a PDEC with a pad, and a spray PDEC tower 
with fabric curtains. The results of the measurement showed that both evaporative cooling towers performed 
better. Omar Dhia Sadulah Al-Hassawi [28] experimented two types of evaporative cooling towers: a 
passive down-draft evaporative cooling tower (PDECT) and a passive hybrid down-draft cooling tower 
(PHDCT) that is the combination of a PDECT and an indirect down-draft evaporative cooling tower in 
Arizona, USA. The performance of the PHDCT was nearly identical under the two different climatic 
conditions while that of the PDECT decreased significantly under hot-humid conditions. 
It is generally known that evaporative cooling is immediate and energy-efficient as it needs the supply 
of water with no mechanical components for the vapor-compression cooling cycle. Spray evaporative 
cooling has been typically used for a large open space as the cooling performance is strongly dependent on 
the climatic conditions. The system response to variable cooling loads is thus inherently a challenge since 
a spray PDEC system handles a large amount of airflow whose conditions consistently vary. Many 
parameters are also involved with the down-draft evaporative cooling process such as the WBD, air and 
water mass flow rates, water droplet sizes, and physical tower dimensions. No study has investigated how 
well a spray PDEC system can respond to the cooling loads in buildings to date as no reliable methods have 
been available. To remedy this gap, this study analyzes the ability of a spray PDEC system to meet the 
cooling loads and compares its capability with typical air-conditioning systems.  
2. Theory 
2.1 Analytical models 
The authors of this study have been conducting a series of works to develop a reliable method for a 
comprehensive analysis of a spray PDEC system [14,19,21,25]. They developed a process model using a 
commercial CFD code FLUENT and explained the main physical phenomenon [25]. The works enabled 
them to formulate analytical models that were validated against experimental data [14]. The models predict 
the supply air temperature and velocity as follows: 
 
𝑇𝑠 = −13.6 + 1.35𝑉𝑖 + 0.386𝑉𝑜 + 0.0958?̇?𝑎 − 0.07𝑊𝐹 − 0.022𝐷 − 0.0865𝐻 
+0.686𝑇𝑑𝑏 + 0.709𝑇𝑤𝑏 
 
    (1) 
𝑉𝑠 = 0.107 + 0.706𝑉𝑖 + 0.21𝑉𝑜 + 0.00413?̇?𝑎 − 0.00016𝑊𝐹 − 0.024𝐻       (2) 
 
These analytical models are particularly important in that they account for the influences of water droplet 
sizes and air mass flow rates in conjunction with all other key variables such as air velocity, a water flow 
rate, a tower height, and the WBD. As the models include all key variables that significantly affect the 
performance, they can explicitly explain the down-draft evaporative cooling process.  
2.2 Two-way coupling of analytical models  
The EnergyPlus program employs a heat balance method and assumes well-mixed airflows within a 
thermal zone. The air heat balance algorithm in EnergyPlus assumes the supply air that a spray PDEC 
system discharges is well mixed with other natural airflows available in thermal zones at each time step. 




𝑖=1 + ∑ ℎ𝑖𝐴𝑖(𝑇𝑠,𝑖 − 𝑇𝑧)
𝑁𝑆𝑢𝑟𝑓
𝑖=1
+ ∑ 𝑚𝑖̇ 𝐶𝑝(𝑇𝑧𝑖 − 𝑇𝑧) +
𝑁𝑍𝑜𝑛𝑒𝑠
𝑖=1   




Once the warmup convergence of the simulation at each time step is met, the air heat balance algorithm 
determines natural air flows in all thermal zones. The simulation manager calls the model that calculates 
the performance of a spray PDEC system. Within the new module that the authors implemented in the 
existing EnergyPlus program, the model calculates the mass flow rate (𝑚𝑎̇ ) over the wind catcher area (𝐴𝑤𝑐) 
as follows: 
 
𝑚𝑎̇ = 𝜌𝑖𝐴𝑤𝑐𝑉𝑜 (4) 
 









The model calculates the supply air temperature and velocity at the outlet of a spray PDEC tower from 
equation 1 and 2. The supply air mass flow rate (𝑚𝑠̇ ) and velocity (𝑉𝑠) can then be determined from the 







𝑚𝑠̇ = 𝜌𝑠𝐴𝑜𝑉𝑠 (7) 
 
The following material balance equation allows the calculation of evaporation rate (𝑄𝑤) as follows: 
 
𝑚𝑎̇ 𝜔𝑜 = 𝑚𝑎̇ 𝜔𝑠 + 𝑚?̇? (8) 
𝑄𝑤 = 𝑚𝑠̇ (𝜔𝑠 − 𝜔𝑜)/𝜌𝑤 (9) 
 
The sensible cooling rate (𝑞) that a spray PDEC system provides is expressed as: 
 
𝑞 = 𝑚𝑠̇ 𝑐𝑝(𝑇𝑧 − 𝑇𝑠)                                                                                                   (10) 
 
The supply mass flow rate of a spray PDEC system is then added to the mass flow rate of natural air 
flows in the fourth term in equation 3. The sensible cooling rate that forced air systems should provide with 
thermal zones is estimated from the energy balance equation by summing convective internal loads, 
convective heat transfer from zone surfaces, heat transfer from inter-zone air mixing and infiltration.    
3. Method 
Building energy simulation is being extensively used in evaluating the effects of numerous components 
in buildings such as building envelope, energy systems, and sustainable building technologies during 
decision-making processes for new buildings as well as existing buildings. A building simulation program 
allows solving the complex physical phenomena taking place in buildings and their surroundings. It has the 
ability to model buildings and their components under the design or actual conditions by processing inputs 
that characterize building components and the ambient environment. It can be said that building energy 
simulation is one of the best methods to examine the impact of a spray PDEC system on energy performance, 
indoor environment, and carbon footprint reduction. Among many building simulation programs, 
EnergyPlus was chosen in that the program has been extensively validated [30-34] and allows the 
predictions of building performance such as building thermal behaviors, indoor environments, building 
economics, and environmental impacts.  
Short-term simulations were designed to analyze the cooling performance of a spray PDEC system on 
a typical summer day in two different climates. This is to verify the potential capability of a spray PDEC 
system in maintaining the comfortable indoor thermal environment, rather than looking at energy saving 
capability for a long-term period. A detailed simulation under an ideal condition also helps to take a close 
look at the influences of a spray PDEC system to thermal zones so that one can clearly perceive the benefits 
and the problems. To that end, this study focuses on one-day simulation under an ideal climatic condition 
for evaporative cooling in summer.   
3.1 Climatic condition 
Two cities in the US were selected: the city of Yuma, AZ, USA classified as a hot-dry climate (HD) and 
the city of Sacramento, CA, USA, classified as a warm-moderate climate (WM). The classification of the 
climate in this study was defined based on the variations in temperature and relative humidity on the 
selected days. An ideal summer day that is suitable for evaporative cooling was chosen from each climate. 
The WBD, relative humidity, and wind speed from TMY3 weather data during the summer season were 
the main factors for the selection. 
Table 1 shows the variations of the dry-bulb temperature, the wet-bulb temperature, and the wind speed 
in the two climates. The maximum WBD and the average during the occupied hours were 24.14C and 
20.09C in Yuma and 17.63C and 12.22C in Sacramento, respectively. In Yuma, the WBD was greater 
than 20C for more than 9 hours of the day. The variations in wind speed during the unoccupied hours in 
both climates were very similar. The hot-dry climate shows more stable variation and the peak wind speed 
appears at 4.91 m/s. The wind speeds significantly increased over the afternoon hours in Sacramento with 
a peak of 5.2 m/s.       
3.2 Base case simulation 
The U.S. Department of Energy [35] developed a set of commercial reference building models for the 
purpose of energy efficiency research, based on the database from the Commercial Buildings Energy 
Consumption Survey (CBECS) that the energy information agency (EIA) publishes. They developed a set 
of 16 commercial building types in 16 different locations under three different construction vintages. 
Among those reference buildings, a new primary school reference building model in Phoenix, AZ, USA 
was chosen in that the primary school building model includes many thermal zones with different sizes and 
space types. No modifications were made to the original building model to represent climatic differences 
between the two climates in building energy systems and envelope. 
A primary school building was selected in that it includes different space types and the physical size of 
each space type is different from each other. Students are frequently moving from one to another between 
classes, which cause substantial variations in the cooling loads. The indoor air quality in the school building 
is also very important since it affects the productivity of the occupants. A spray PDEC system is suitable 
to promptly respond to significant variations in the cooling loads and also to maintain the indoor air quality 
better by supplying a large volume of fresh air.       
The one-story 6,871m2 E-shaped reference school building consists of one main corridor with three 
wings. The space types in the building model are classrooms, an office, corridors, an auditorium, a 
gymnasium, a cafeteria, a kitchen, and a library. These space types are divided into 25 individual thermal 
zones as shown in Figure 1. The primary cooling system is a multi-zone single duct variable air volume 
(VAV) system with reheat for all classrooms, the office, the corridors, the auditorium, and the library. 
Packaged single zone air conditioning (PSZ-AC) units serve the subsidiary facilities such as the gymnasium, 
the kitchen, and the cafeteria. Indoor setpoint temperatures for all thermal zones were set at 24C during 
the occupied hours from 6 AM to 6 PM and 27C during the setback hours from 6 PM to 6 AM.  
 
Table 1 Weather conditions of the representative day in two climates of interest. 
Time 
HD (Yuma) WD (Sacramento) 









































































































































































Among 25 thermal zones, this study analyzes the indoor environment in two representative spaces: a 
classroom and the office as all thermal zones showed a very similar tendency in the results. The large-scale 
space office and the small-scale space classroom have a volume of 1,764 m3 and 396 m3, respectively. The 
number of occupants and internal heat gains from internal heat sources differed from each space type. The 
detailed EnergyPlus simulation parameters and control strategies can be found in [36]. 
 
 
Adapted from [36] 
Figure 1 Thermal zones for the simulations in the primary school building. 
3.3 PDEC case simulation 
In one series of simulation, a spray PDEC system was modeled as they meet all space cooling loads in 
the thermal zones. That is, spray PDEC systems as a primary cooling system solely condition the entire 
school building with no additional cooling systems. These PDEC cases replaced the conventional cooling 
systems in the baseline model with spray PDEC systems. The simulations modeled that one spray PDEC 
system serves a single thermal zone. All the thermal zones remained unconditioned if the spray PDEC 
systems stopped the operation due to climatic conditions or during the unoccupied hours. No natural 
ventilation through the spray PDEC systems was assumed during the unoccupied hours, nor were 
mechanical ventilation set when the spray PDEC systems were turned off.   
The simulations characterized typical features for the operation of a spray PDEC system. A spray PDEC 
system was typically designed to achieve the biggest temperature drop. The literature indicates that the 
operational conditions for a spray PDEC system are a constant water supply at a sufficient water flow rate, 
a high PDEC tower, a finer water drop, and a constant operation throughout the occupied hours [2,6,8-10, 
20,26,27,37,38]. To apply these typical characteristics of the spray PDEC system, it was sized to meet the 
peak cooling loads appearing during afternoon hours. All other features in the simulations remained the 
same as the baseline model.  
This study runs preliminary simulations to size the spray PDEC systems. Depending on the physical 
size of the space types, they were categorized into three configurations. The following fields contributed to 
sizing the spray PDEC systems: tower height, wind catcher area, tower cross-sectional area, and water 
pump power consumption. The simulation inputs were determined based on the results of the preliminary 
simulations and the typical features found in the literature. In addition, losses of water and air were assumed 
to be 5% in order to account for the uncertainty of the cooling efficiency. The total water consumption rate 
was thus the sum of supply water flow rate and 5% of the supply. The supply air flow rate delivered to the 
spaces was 5% less than the supply air flow rate at the outlet, which was determined by the analytical 
models. The operating schedule for the spray PDEC systems was set to be 6 AM through 8 PM. The 
simulations employed three different levels for the water flow rates as shown in Table 2.   
The simulations applied a number of control strategies. Some building applications used simple on-off 
controls [6]. In addition to the typical operating features, the simulations applied potential on-off control 
for a spray PDEC system while the performance control of a spray PDEC system is atypical. The 
simulations assumed that the spray PDEC systems stayed off when the outdoor temperature was lower than 
28C and the outdoor relative humidity exceeded 40% in Yuma and 50% in Sacramento. The field of 
minimum indoor temperature prevents overcooling in the morning due to a constant water flow rate. The 
simulations set the supply air temperature to be the value of the field when the calculated supply air 
temperature was lower than the minimum. The spray PDEC systems were assumed to be turned off when 
the supply air temperature was higher than the zone air temperature. This parameter prevents the supply of 
warmer air to the thermal zones. These control strategies were particularly included to avoid the 
overestimation of potential adverse impacts of the cool humid supply air to the indoor thermal environment, 
water consumption, and energy use. The other variables were set based on the results of the preliminary 
simulations as shown in Table 2.   
The simulation uses a constant indoor air velocity due to the inherent limitation of the heat balance 
method. EnergyPlus includes a number of models to predict thermal comfort. Among those models, this 
study chose the Fanger’s thermal comfort model as it accounts relevant variables and is being widely used. 
The Fanger’s PMV index is determined from many environmental variables such as relative air velocity, 
air temperature, mean radiant temperature, and relative humidity and physiological variables such as 
activity, clothing, skin temperature, sweat rate, and thermal conductance [39]. The supply air flows 
discharged from a spray PDEC system affect all the environmental variables since the system delivers a 
large amount of cool humid air. The air velocity in a thermal zone should thus vary with time. The prediction 
of indoor air speed, in fact, involves such many factors as the locations of the supply and return outlets, 
occupants’ activities, natural airflows, and inter-zonal airflows. The accurate prediction of the air velocity 
within the heat balance algorithm and the airflow network model is very complicated. To that end, the 
simulations use a constant indoor air velocity without attempting applying variable air velocity to a scripting 
schedule. 
Table 2 Main input parameters for spray PDEC systems in the simulations. 
Input Parameters Classroom Office 
Water flow rate [l/h] 
Effective tower height [m] 
Water flow loss [%] 
Air flow loss [%] 
Rated pump power consumption [W] 
Area of wind catcher [m2] 
Tower cross-sectional area [m2] 
Diameter of water droplet [µm] 
Minimum indoor temperature [C] 
Maximum outdoor RH [%] 
Minimum outdoor temperature [C] 






















4. Result  
4.1 Cooling performance 
4.1.1 Supply air conditions  
A significant difference in the supply air conditions over the three different water flow cases in both 
climates was observed as shown in Figure 3. The maximum differences appeared to be approximately 
6.08°C at the last operating hour in Yuma and 5.09°C at 4 PM in Sacramento. The supply air temperature 
in the classroom and the office dropped below the minimum of 23°C as soon as the spray PDEC systems 
operated. It was thus set to be the minimum. In Yuma, it began to rise as the WBD increased above 
approximately 21.83°C in the 100l/h water flow (WF) case and 23.22°C in the 150l/h WF case while 
remained at the minimum temperature in the 200l/h WF case, except for the last operating hour. In 
Sacramento, the supply air temperature increased when the WBD rose above approximately 16.04°C in the 
100l/h WF case and 17.63°C in the 150l/h WF case.  
Another definite difference in the supply air temperature between the two climates was the operating 
hours. The spray PDEC systems operated from 7 AM to 7 PM in Yuma. The spray PDEC systems stopped 
at 7 PM in all cases before the operating schedule ended in both climates. In Yuma, the supply air 
temperature in both 100l/h and 150l/h WF cases began to increase at 6 PM and rose by approximately 2.1°C 
in the classroom in 100l/h WF case and 2.68°C in the office. It was 23.26°C in the 200l/h WF case, which 
was still below the indoor setpoint temperature of 24°C. In Sacramento, the operation of the spray PDEC 
systems delayed by 10 AM, due to the climatic conditions. The spray PDEC system also stopped the 
operation since the temperature of the outdoor air decreased in the 100 and 150l/h WF cases while the 
supply air temperature remained at the minimum for almost all the operating hours in the 200l/h WF case.  
Figure 2 illustrates that the relative humidity of the supply air remained below 80% in Yuma while 
above 80% in Sacramento in the two high WF cases. The relative humidity of the supply air stayed below 
or near 60% in the 100 WF case throughout the operating hours in Yuma. It was the same in the morning 
in the other two WF cases and steadily increased up to 80.11% at the last operating hour in the office. In 
Sacramento, it rose to approximately 71.8% at the beginning of the operation and increased up to 90.6% at 
4 PM, which showed the highest WBD of 17.63°C. As the climatic conditions in Sacramento were relatively 
moderate and humid, a greater difference between the supply and the outdoor relative humidity in the 100l/h 
WF case was observed. The relative humidity of the supply air increased up to 69.36% at 7 PM in the 
classroom in Yuma and 69.77% at 4 PM in both spaces in Sacramento.     
A small difference in the supply air conditions between the two representative spaces was found in the 
two lower WF cases. The 200l/h WF case resulted in a constant temperature variation in both climates as 
well as in both spaces. The variations in the supply air temperature and relative humidity between the 
classroom and the office were nearly identical in the 200l/h WF case. In the other two lower WF cases 
100l/h and 150l/h, a small difference in the supply air conditions were found between the classroom and 
the office. In Yuma, the difference in the supply temperature ranged from 0.08°C to 0.11°C in the 150l/h 
WF case and from 0.7°C to 0.98°C in the 100l/h WF case, respectively. The maximum in relative humidity 
was 5.57% in the 150l/h WF case and 4.14% in the 100l/h WF case. The differences were relatively greater 
in Sacramento. The difference in temperature ranged from 0.87°C to 1.06°C in the 150l/h WF case and 
from 0.12°C to 1.26°C in the other case, respectively. The maximum in relative humidity was 7.47% in the 
150l/h WF case and 7.85% in the 100l/h WF case. 
 
 
a) Temperature in Yuma 
 
















































c) Relative humidity in Yuma 
 
d) Relative humidity in Sacramento 
Figure 2 Variations in the conditions of the supply air from the spray PDEC systems. 
  
Table 3 and 4 show the hourly average volume flow rate of the supply air in both climates. As seen in 
equation 2, the wind speed of the air and the velocity of the inflows within the tower inside are key factors 
for the volume flow rate of the supply air. In both climates, the volume flow rate varied significantly along 
with the wind speed. One definite trend was that changes in the volume flow rate were greater at a lower 
wind speed since the momentum of the inflows weaker. Another trend shown in the results is that the 
volume flow rate decreased as the water flow rate increased. The reduction rate was very small and a little 
greater in the hot dry climate Yuma. Water evaporated more as the water flow rate increased and it likely 
lowered the momentum of the inflows. The increased water and air flow rates affect the reduction of the 
velocity of the supply air. As a result, the volume flow rate with the increment of a water flow rate decreased 

























































Table 3 Hourly supply air flow rate in the classroom (C) and office (O) in m3/s in Yuma.  









































































































Table 4 Hourly supply air flow rate in the classroom (C) and office (O) in m3/s in Sacramento.  


















































































4.1.2 Sensible cooling rate  
The simulations estimated the sensible cooling rate that the primary cooling system provided to meet 
the setpoint temperature in the spaces. The time series in the base case is sensible cooling rates that the 
mechanical cooling systems in the original reference building provided with the thermal zones. As the 
cooling systems met almost all space cooling loads, the sensible cooling rates in the base cases were almost 
identical with those in both the classroom and office. The maximum difference between the cooling loads 
and the cooling rates by the systems in the base case was only 7 watts. The sensible cooling rates in the 
base case can be said to be space cooling loads. As expected, the sensible cooling loads in Yuma were 
greater than Sacramento and the larger space office showed a greater difference between the two climates.    
Figure 3 showed that the sensible cooling rates of the spray PDEC system varied with water flow rates 
significantly. One of the trends in the results of the simulations was that the sensible cooling rates in the 
three WF cases were fairly similar in the morning in both climates. As described in the previous subsection, 
the supply air temperatures were limited to the minimum indoor temperature of 23°C since the lowest water 
flow rate of 100l/h was enough to lower the supply air temperature in both climates. The 100l/h WF case 
produced the highest sensible cooling rate in the morning as the mass flow rate was higher than the other 
two cases while the supply air temperature remained at the minimum. The differences across the three WF 
cases enlarged as the supply air temperature increased in the 100l/h WF case. The 200l/h WF case generally 
showed the greatest cooling rate during afternoon hours in both spaces and climates as it resulted in the 
lowest supply air temperature.  
The spray PDEC systems met the space cooling loads for a longer time in the smaller space. The 100l/h 
WF case achieved the lowest sensible cooling rate during afternoon hours as the supply air temperature 
increased. The classroom showed a smaller difference in the cooling loads along with the increment of the 
water flow rates throughout the day due to a relatively lower space cooling load. The spray PDEC systems 
in the other 150l/h WF and 200l/h WF cases met the space cooling loads or removed more heats than the 
space cooling loads throughout the operating hours. The 100l/h WF case met the space cooling loads most 
of the operating hours except for 3 hours in the classroom in both climates while meeting them for 6 hours 
in the office in Yuma and 4 hours in the office in Sacramento. These results indicated that the spray PDEC 
systems can be effective to serve small-scale spaces that it has not traditionally served.             
Significant variations in the sensible cooling rate with the water flow rates during afternoon hours 
appeared. In the morning, the sensible cooling rates across the water flow rates were fairly similar in all 
cases and the spray PDEC systems removed more heats than the space cooling loads. This trend seemed 
acceptable as it lessened the space cooling loads in the following hours and the space cooling loads 
increased. The sensible cooling rates in the 100l/h WF case were much less than the space cooling loads 
for 4 to 6 hours in Yuma and 2 to 3 hours in Sacramento. The other two WF cases in both space types and 
climates met the space cooling loads, except for a few hours. The spray PDEC systems removed almost 
twice the space cooling loads for the last 2 hours of the operation in Yuma when the space cooling loads 
dropped substantially for the last two operating hours. It could adversely affect the indoor thermal 
environment since the indoor temperature in the spaces decreased below the setpoint temperature. However, 
this trend may be beneficial to maintain the indoor thermal environment during the following unoccupied 
hours when the spaces remained unconditioned.  
 
 
a) Classroom in Yuma 
 
































































c) Classroom in Sacramento 
 
d) Office in Sacramento 
Figure 3 Variations in sensible cooling rates in the two representative spaces 
 
4.1.3 Indoor thermal environment  
Mean air temperature 
Figure 4 displayed the variations in the indoor mean air temperature in both spaces. The temperature 
variations in the 200l/h WF cases were the most consistent for the entire occupied hours in Yuma. The base 
cases showed a moderate downswing in the morning and an upswing later afternoon in both spaces. This 
trend is typical for in the spaces on the west side of buildings, due to the imbalance of solar radiation 
between the west and the east side as well as the heat storage effect of the building envelope. As the spray 
PDEC systems maintained a constant supply air temperature of 23°C in the morning, both spaces showed 
a marginal variation within a very narrow band in all PDEC cases in Yuma. The 150l/h WF case resulted 
in the increase of the supply air temperatures for a few afternoon hours in both spaces. The indoor 
temperature for afternoon hours in the 100l/h WF case increased as the supply air temperature rose above 
the indoor temperature and the setpoint temperature. In Yuma, the maximum differences between the 
setpoint temperature of 24°C and the indoor air temperature were 3.42°C in the classroom and 4.06°C in 
the office, respectively. That is, the 100l/h WF case heated the spaces, supplying warmer airflows.    
In Sacramento, a different trend was found in the morning. The base case showed a definite overcooling 
trend in the morning and the lowest temperature was 5.28°C below the setpoint temperature in the classroom. 
The downswing trend was stronger in the smaller space. It was mainly due to the imbalance of solar heat 
gains between the west side and the east side of the building. In the PDEC cases, both spaces remained 































































due to the climatic conditions. The delay of the operation in the PDEC cases caused a 3.31°C increase in 
the classroom and a 2.98°C increase in the office in the morning. However, the indoor air temperature 
variations were more stable than the base case once the spray PDEC systems operated. The 100l/h WF case 
also resulted in a hike for 4 afternoon hours in both spaces when the WBD was greater than approximately 
14.3°C. The temperature hike in the 150l/h WF case appeared for only 2 hours when the WBD was 
approximately 16.5°C and above.   
The PDEC cases in both climates maintained a lower indoor air temperature than the setpoint in the 
morning. The indoor temperatures in the classroom during morning hours were 0.3°C to 0.78°C lower than 
the setpoint in Yuma and 0.41°C to 0.68°C lower in Sacramento. The same trend in the indoor temperature 
variations was found in the office while the temperature differences were smaller due to greater space 
cooling loads. The spray PDEC systems maintained a constant supply temperature of 23°C as the minimum 
indoor temperature control was applied to the operation in the morning. The 200l/h WF case retained a very 
consistent temperature variation within a very narrow band throughout the day and it maintained a better 
temperature variation than the base case.  
 
 
a) Classroom in Yuma 
 




















































c) Classroom in Sacramento 
 
d) Office in Sacramento 
Figure 4 Variations in the indoor mean air temperature 
  
Relative humidity 
Figure 5 depicts the variations in the indoor relative humidity. In Yuma, the indoor relative humidity 
increased as the temperature control mode returned to an occupied mode and as the primary cooling systems 
humidified the supply air in the base case. In the PDEC cases, the indoor relative humidity in both spaces 
increased up to 40.21% in the classroom 40.1% in the office within the first 3 hours of the operation of the 
spray PDEC systems. The 200l/h WF case increased the indoor relative humidity up to 22.78% in the 
classroom and 21.88% in the office during afternoon hours while the 100l/h WF case led 15.45% increase 
in the classroom and 14.53% increase in the office. The variations in the 150l/h WF case were very similar 
to the WF 200l/h case and these two WF cases maintained an increase of the indoor relative humidity 
around 30% for more than half of the day. The daily variations in the 150l/h and 200l/h WF cases were very 
similar to those in the base case. As the supply air temperature was limited to the minimum indoor 
temperature of 23°C in the morning, the difference between the indoor and outdoor relative humidity was 
below 18%. The variations in the PDEC cases were also fairly constant during the unoccupied hours.   
A greater variability was found in Sacramento. The outdoor relative humidity varied with time and 
formed a V-shape variation in the two lower WF cases for some occupied hours. The daily difference in 
the outdoor relative humidity was 27.34% and the maximum relative humidity was 58.17% at 7 AM. The 
humid supply air increased the humidity level of the indoor air by 13.1% in the classroom and 16.8% in the 
office within 2 hours of the operation of the spray PDEC systems. The peak in the indoor relative humidity 

















































50.57% at 11 AM in the classroom. The indoor relative humidity varied within 7.63% band in the classroom 
and 6.13% band in the office. The maximum difference between the outdoor and indoor relative humidity 
in the 200l/h WF case reached up to 31.54%. The variations in the PDEC cases were approximately 5.6% 
higher in the classroom and 8.7% higher in the office than those in the base case during the occupied hours. 




















































































d) Office in Sacramento 
Figure 5 Variations in the indoor relative humidity. 
  
Thermal comfort  
The simulations predicted Fanger’s PMV index as shown in Figure 6. The PMV values between +0.5 
and -0.5 are generally considered that occupants in a space feel thermally comfortable. The PMV values 
throughout the occupied hours in the two higher WF cases were more stable than those in the base case in 
Yuma. As described above, these two cases well maintained the indoor air temperature and relative 
humidity during the occupied hours. The PMV values sharply increased in the classroom after the spray 
PDEC systems stopped the operation mainly due to the heat storage effect of the building envelope. The 
same trend was found in the office. However, the magnitude was relatively moderate as the office was 
located at the south-east corner of the building, which results in a lower heat storage effect. The 100l/h WF 
case showed a much greater variability as the spray PDEC systems failed to meet the space cooling loads 
for afternoon hours.    
In Sacramento, the PMV values were closer to the neutral line during the operating hours of the spray 
PDEC systems. In the base case, the PMV values dropped in the morning to approximately -1.1 in the 
classroom and to -0.59 in the office, due to the overcooling trend. The opposite trend in the PDEC cases in 
the PDEC cases appeared as both spaces remained unconditioned until the spray PDEC systems began to 
operate. The 100l/h WF case caused hikes for some afternoon hours. Other than those hours, the case 
maintained the PMV values below the recommended upper limit. The other two WF cases lowered the 
PMV values to the neutral in both spaces as the spray PDEC system started. The PMV values floated near 
the neutral line within a very narrow band throughout the occupied hours. The PMV variations in the PDEC 




























a) Classroom in Yuma 
 
b) Office in Yuma 
 



























































d) Office in Sacramento 
Figure 6 Variations in Fanger’s PMV index. 
  
4.2 Energy performance 
Table 5 summarizes the electricity consumptions for the cooling systems and facilities, the water 
consumption, and the carbon dioxide production by the building facilities. The energy consumption in the 
PDEC cases is solely dependent on the operation of the water pump. The rated pump power consumption 
was set to be 150W, 200W, and 250W along the water flow rate of 100l/h, 150l/h, and 200l/h, respectively. 
The electricity for cooling and carbon production slightly increased with the increments of the water flow. 
The percentage reduction rate in the cooling energy against the base case reached to 96.8% in Yuma and 
96.2% in Sacramento. The fan energy consumptions were approximately 8.5% of the total in Yuma and 
11.8% of the total in Sacramento. The energy consumed by the fan was also saved as the spray PDEC 
systems formed natural airflows.  
It is noted that the total percentage reduction may vary in the operation of the spray PDEC systems in 
real buildings. For instance, the operation may require the aid of fans to form well-mixed air flows in a 
space or to depressurize part of the space near the outlet of the spray PDEC system to maintain the natural 
air flows. While the percentage reduction may be lower than the predicted in this study, it is apparent that 
a spray PDEC system will result in a sizable energy saving as it needs only one component that uses 
electricity. A number of studies reported energy savings of up to 83% [2,8,12,40].  
The water consumption increased significantly in the PDEC cases as the downdraft evaporative cooling 
process needed a large amount of water to lower the temperature of the inflows. The spray PDEC systems 
in the 200l/h WF case in Yuma required as large as 152.4m3 of water in order to treat the hot dry outdoor 
air. The total energy saving in the PDEC cases should thus account for the increase of water consumption. 
The simulations estimated that the spray PDEC systems reduced the carbon production by 56.7% in Yuma 
and by 47.1% in Sacramento. 
The PDEC cases in Sacramento also achieved substantial energy savings. The degree of energy saving 
in Sacramento was similar to that in Yuma, requiring much less water. The water consumption in 
Sacramento was relatively lower as the climatic conditions delayed the operation of the spray PDEC 
systems in the morning. This result suggested that a spray PDEC system may be viable in a wider range of 
























Table 5 Comparisons of energy performance in the school building in both climates.  
Yuma 
Meters Base WF 100 WF 150 WF 200 
Cooling:Electricity [MJ] 7072.5 229.3 247.8 266.8 
Electricity:Facility [MJ] 13410.8 5745.5 5763.4 5783.0 
Fans:Electricity [MJ] 601.7 0 0 0 
Cooling:MainsWater [m3] 1.5 109 135.1 152.4 
Carbon Equivalent [kg] 1141.1 494.2 495.7 497.3 
Sacramento 
Meters Base WF 100 WF 150 WF 200 
Cooling:Electricity [MJ] 4554.5 173.5 187.2 201.8 
Facility:Electricity [MJ] 10808 5674.2 5688.6 5702.5 
Fans:Electricity [MJ] 538.9 0 0 0 
HVAC:MainsWater [m3] 1.5 81.3 100.6 113.4 
Carbon Equivalent [kg] 923.1 488.2 488.9 490.6 
5. Conclusion 
While studies investigated how much energy can be saved by integrating a spray PDEC system, the 
capability of a spray PDEC system for space cooling has not been well studied to data. To comprehensively 
analyze the performance of a spray PDEC system, this study coupled a new module for a spray PDEC 
system with the existing heat balance algorithm in EnergyPlus and examined the system response of a spray 
PDEC system by using the US DOE’s Primary School Reference Building model. The development of the 
simulation module is currently the only method that can accurately analyze the various impacts of a spray 
PDEC system. It enables the prediction of the variations in the cooling loads along with the change of water 
flow rate in spaces where a spray PDEC system serves. The prediction has never been possible.  
It simulated a base case using the reference building model and three PDEC cases with a modified 
reference building model in two different climates. It applied the typical operating conditions for a spray 
PDEC system with on-off controls. An ideal summer day was chosen in a hot-dry climate and a warm-
moderate climate. It predicted energy consumptions, indoor thermal environment, and system performances. 
The main findings of the study are as follows.  
• The control of the minimum temperature contributes to lessening overcooling trend and maintain 
the sensible cooling rates.  
• The spray PDEC system may increase the space cooling loads when the water flow rate is not 
enough to lower the supply air temperature below the setpoint temperature.   
• An overcooling by a spray PDEC system in some degrees in the morning would be acceptable 
when the space cooling loads increase.  
• The indoor relative humidity variations in both climates can be maintained below the 
recommended value.    
• The PMV variations in the 150 and 200 WF cases were better than the base cases in both climates.  
• The spray PDEC systems required less than 10% of the electricity for cooling in the base cases 
while the reduction rate vary with various factors related to building operations.     
• The water flow rate greater than 150l/h is recommended to meet the variable space cooling loads 
under the given conditions in the two climates. 
• The spray PDEC system can be better in serving a small-scale space that a spray PDEC system 
has not typically served.   
• A spray PDEC system may be used in a wider range of climatic conditions than a hot-dry climate.  
The results of the simulations showed that a spray PDEC system could be a primary cooling system 
under the climatic conditions considered in this study. The thermal environment in the 150 and 200 WF 
cases was better than the base case. However, the system response of a spray PDEC system to the variations 
in the cooling loads was not as sensitive as the conventional air-conditioning systems. To that end, finer 
control of the cooling performance of a spray PDEC system is needed to maximize the energy efficiency 
of the system, especially when the space cooling loads decrease. In addition, the control of the mass flow 
rate of the inflows should be considered as it is found to be a key factor for the capacity of a spray PDEC 
system. 
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Nomenclature 
𝐴𝑖  area of surface i in m
2 
𝐴𝑜  area of outlets of PDEC tower in m
2  
𝐴𝑡  cross-sectional area of PDEC tower in m
2  
𝐴𝑤𝑐  area of a wind catcher in m
2  
𝐶𝑝  specific heat of zone air in J/kg∙K 
D  diameter of water droplets in µm 
DBT  dry-bulb temperature of the air in °C 
H  height of PDEC tower in m 
ℎ𝑖  convective heat transfer coefficient of surface i in W/m
2∙K 
?̇?𝑎  air mass flow rate in kg/h 
𝑚𝑖̇   mass flow rate of interzone air flows in kg/s 
𝑚𝑖𝑛𝑓̇   mass flow rate of infiltration in kg/s 
?̇?𝑠  supply air mass flow rate from a spray PDEC system in kg/h 
𝑚𝑠𝑦𝑠̇   the sum of the mass flow rate of air systems in kg/s 
𝑁𝑠𝑙  number of internal loads 
𝑁𝑠𝑢𝑟𝑓  number of internal surfaces 
𝑁𝑧𝑜𝑛𝑒𝑠 number of thermal zones 
Qw  water evaporation rate in m3/s  
Tdb  dry bulb temperature of the air in °C  
𝑇𝑠  supply air temperature at the outlet of a spray PDEC system in °C  
𝑇𝑠,𝑖  temperature of surface i in °C 
𝑇𝑠𝑢𝑝  temperature of supply air in °C 
Twb  wet bulb temperature in °C  
𝑇𝑧  temperature of zone air in °C 
𝑇𝑧𝑖  temperature of adjacent zone air in °C 
𝑇∞  temperature of outdoor air in °C 
Vi  velocity over tower cross-section in m/s  
Vo  inflow wind speed in m/s 
𝑉𝑠  supply air velocity at the outlet of a spray PDEC system in m/s  
𝑉𝑡  air velocity at the top of the cross-section of the tower in m/s  
WBT  wet-bulb temperature of the air in °C 
WF  water flow rate in l/min 
WS  wind speed in m/s 
𝜌𝑖  density of inflows in kg/m
3 
𝜌𝑠  density of supply air in kg/m
3 
𝜌𝑤  density of water in kg/m
3 
𝜔𝑜  humidity ratio of inflows in kgw/kga 
𝜔𝑠  humidity ratio of supply air in kgw/kga 
